
WAT-5

WATER MAIN WET TAP

PLAN

SECTION
A-A

7.5' MINIMUM COVER REQUIRED
OVER TOP OF WATER MAIN.

A

STAINLESS STEEL TAPPING SLEEVE

PROVIDE COPPER CONDUCTIVITY
STRAP TO BYPASS TAPPING
SLEEVE.  MINIMUM 1/16"X3/4"
WIDE FLAT COPPER STRIP.

A

UNDISTURBED EARTH

8" CONC. BLOCK
CONCRETE
THRUST BLOCK

D1

COARSE FILTER AGGREGATE
PER MNDOT SPEC. 3149.2.H.
COVER WITH POLYETHYLENE
MINIMUM 4 MIL. THICKNESS
(TYPICAL).

PLATE NO.

STANDARD DETAILS

COTTAGE GROVE, MINNESOTA
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